
RBLC ID Facility Process Fuel Size Unit Control Device
Emission 

LimitA Emission Unit Efficiency Permit Date

SC-0104
Santee Cooper Cross Generating 
Station Boiler, No. 3 and No. 4 Coal, Bituminous 5700 MMBtu/hr ESP

0.018
(Note B) lb/MMBtu 2/5/2004

AR-0074 Plum Point Energy Boiler , Unit 1 - SN-01 Bituminous Coal 800 MW Baghouse
0.018

(Note B) lb/MMBtu 8/20/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 1 Coal 390 MW Fabric Filters 0.015 lb/MMBtu 99.8 7/21/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 2 Coal 390 MW Fabric Filters 0.015 lb/MMBtu 99.8 7/21/2003

IA-0067 MidAmerican Energy Company CBEC 4 Boiler PRB Coal 7675 MMBtu/hr Baghouse
0.025

(Note B) lb/MMBtu 99.7 6/17/2003

KY-0084 Thoroughbred Generating Station Boiler, (2) Coal 7446 MMBtu/hr ESP/WESP
0.018

(Note B) lb/MMBtu 10/11/2002

KS-0026 Holcomb Unit #2 Boiler, Pulverized Coal Subbituminous Coal 660 MW Dry Fabric Filter
0.018

(Note B) lb/MMBtu 99.71 9/25/2002

WY-0057 WYGEN 2 500 MW PC Boiler Subbituminous Coal 5145.7 MMBtu/hr Fabric Filter 0.012 lb/MMBtu 8/17/1999

MO-0050
Kansas City Power & Light Co. - 
Hawthorn Station

Electric Generation, Boiler, 
Coal Coal 384 T/H Fabric Filter System

0.018
(Note B) lb/MMBtu 8/8/1995

PA-0133
Mon Valley Energy Limited 
Partnership Pulverized Coal Fired Boiler Bit. Coal 966 MMBtu/hr Fabric Filter Teflon Bags 0.015 lb/MMBtu 99.95 8/23/1993

VA-0213 SEI Birchwood, Inc. Boiler, Pulverized Coal Coal 2200 MMBtu/hr Baghouse 39.6 lb/hr 99.9 12/7/1992

NC-0057 Roanoke Valley Project II Boiler, Pulverized Coal-Fired Coal 517 MMBtu/hr Fabric Filter 0.018 lb/MMBtu 99.75 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 1 Coal 385 MW Fabric Filters 0.018 lb/MMBtu 99.5 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 2 Coal 385 MW Fabric Filters 0.018 lb/MMBtu 99.5 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 3 Coal 385 MW Fabric Filters 0.018 lb/MMBtu 99.5 12/23/1991

FL-0044 Orlando Utilities Commission Boiler, PC Coal 4286 MMBtu/hr ESP 0.02 lb/MMBtu 4/29/1991

VA-0181 Old Dominion Electric Cooperative Boiler, 2 units Coal 4085 MMBtu/hr Fabric Filter 0.018 lb/mmBtu 99.9 1/24/1991

NC-0054 Roanoke Valley Project Boiler, PC Coal 1700 MMBtu/hr Fabric Filter 0.018 lb/MMBtu 99 11/28/1990

SC-0028
Santee Cooper (S.C. Public 
Service Authority)

Boiler, Pulverized Coal Fired, 
Cross Unit No. 1 Coal 500 MW ESP 0.023 lb/MMBtu 99.5 8/17/1990

VA-0176 Hadson Power 13 Boiler Coal 30228 lb/hr coal Cyclone, Baghouse 0.018 lb/MMBtu 99.9 5/9/1990

VA-0171
Mecklenburg Cogeneration 
Limited Partnership

Boiler, Pulverized Bit Coal, 4 
Units Coal 834.5 MMBtu/hr Fabric Filter 0.018 lb/MMBtu 99.9

Notes:
A)  Emission limit is for filterable particulate unless otherwise indicated.
B)  Emission limit is for filterable and condensible particulate matter.

RBLC Database Table D-1 PM10 BACT Determinations



RBLC ID Facility Process Fuel Size Unit Control Device Emission 
Limit Emission Unit Efficiency Permit Date

IA-0067 MidAmerican Energy Company CBEC 4 Boiler PRB Coal 7675 MMBtu/hr Baghouse 0.027 lb/MMBtu 99.7 6/17/2003

KY-0084 Thoroughbred Generating Station Boiler, Coal, (2) Coal 7446 MMBtu/hr
ESP, and Wet Electrostatic 
Precipitator (WESP) 0.018 lb/MMBtu 99 10/11/2002

WY-0057 WYGEN 2 500 MW PC Boiler Subbituminous Coal 5145.7 MMBtu/hr Fabric Filter 0.012 lb/MMBtu 9/25/2002

WY-0039
Two Elk Generation Partners, 
Limited Partnership

Boiler, Steam Electric Power 
Generating Pulverized Coal 250 MW Baghouse 0.02 lb/MMBtu 99.5 2/27/1998

WY-0047
Encoal Corporation-Encoal North 
Rochelle Facility Boiler, Coal Fired, Main Stack Subbituminus Coal 3960 MMBtu/hr Baghouse 0.02 lb/MMBtu 99 10/10/1997

WY-0048 Wygen, Inc. - Wygen Unit One
Boiler, Pulverized Coal Fired, 
Steam Electric Power 80 MW Electrostatic Precipitator 0.02 lb/MMBtu 99 9/6/1996

WY-0046
Black Hills Power And Light 
Company-Neil Simpson U

Boiler, Pulverized Coal Fired 
Steam Electric Power 80 MW Electrostatic Precipitator 0.02 lb/MMBtu 99 4/14/1993

MI-0228 Indelk Energy Services Of Otsego Boiler (Coal) Coal 778 MMBtu/hr Bagfilter 0.03 lb/MMBtu 99.9 3/16/1993

NC-0057 Roanoke Valley Project II Boiler, Pulverized Coal-Fired Coal 517 MMBtu/hr Fabric Filter 0.018 lb/MMBtu 99.75 12/7/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 1 Coal 385 MW Fabric Filters 0.02 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 2 Coal 385 MW Fabric Filters 0.02 lb/MMBtu 99.5 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 3 Coal 385 MW Fabric Filters 0.02 lb/MMBtu 99.5 7/15/1992

NJ-0015
Keystone Cogeneration Systems, 
Inc.

Boiler (Pulverized Bituminous 
Coal) Coal, Bituminous 2116 MMBtu/hr Fabric Filter 0.018 lb/MMBtu 99.9 9/6/1991

VA-0181 Old Dominion Electric Cooperative Boiler, 2 units Coal 4085 MMBtu/hr Fabric Filter 0.02 lb/MMBtu 99.9 4/29/1991

NC-0054 Roanoke Valley Project Boiler, Pc Coal 1700 MMBtu/hr Fabric Filter 0.02 lb/MMBtu 99 1/24/1991

NJ-0014
Chambers Cogeneration Limited 
Partnership Boilers (Pulverized-Coal) (2) Coal 1389 MMBtu/hr (each) Fabric Filter 0.018 lb/MMBtu 99.9 12/26/1990

SC-0028
Santee Cooper (S.C. Public 
Service Authority)

Boiler, Pulverized Coal Fired, 
Cross Unit No. 1 Coal 500 Megawatts

Electrostatic Precipitator 
(ESP) 0.025 lb/MMBtu 99.5 11/28/1990

VA-0176 Hadson Power 13 Boiler Coal 30228 lb/H Coal
Cyclone, Lime Spray Dryer, 
Baghouse 0.02 lb/MMBtu 99.9 8/17/1990

VA-0171
Mecklenburg Cogeneration 
Limited Partnership

Boiler, Pulverized Bit Coal, 4 
Ea Coal 834.5 MMBtu/hr Fabric Filter 0.02 lb/MMBtu 99.9 5/9/1990

RLBC Database
Table D-2 PM BACT Determinations



RBLC ID Facility Process Fuel Size Unit Control Device Emission 
Limit Emission Unit Permit 

Date
*NE-0018 Whelan Energy Center Unit 2 Utility Boiler PRB coal 2210 MMBtu/hr Good Combustion Controls 0.15 lb/MMBtu 3/30/2004
AR-0074 Plum Point Energy Boiler , Unit 1 - SN-01 Bituminous Coal 800 MW Combustion Controls 0.16 lb/MMBtu 8/20/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 1 Coal 390 MW 0.15 lb/MMBtu 7/21/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 2 Coal 390 MW 0.15 lb/MMBtu 7/21/2003

IA-0067 MidAmerican Energy Company CBEC 4 Boiler PRB Coal 7675 MMBtu/hr Combustion Controls 0.154 lb/MMBtu 6/17/2003

KY-0084
Thoroughbred Generating 
Station Boiler, Coal, (2) Coal 7446 MMBtu/hr

Proper Boiler Design And 
Operation 0.1 lb/MMBtu 10/11/2002

KS-0026 Holcomb Unit #2 Boiler, Pulverized Coal Subbituminous Coal 660 MW Good Combustion Practices 0.15 lb/MMBtu 10/08/2002

WY-0057 WYGEN 2 500 MW PC Boiler Subbituminous Coal 5145.7 MMBtu/hr Good Combustion Control. 0.15 lb/MMBtu 9/25/2002

MO-0050
Kansas City Power & Light Co. - 
Hawthorn Station

Electric Generation, Boiler, 
Coal Coal 384 T/H Good Combustion Practices 0.16 lb/MMBtu 8/17/1999

WY-0039
Two Elk Generation Partners, 
Limited Partnership

Boiler, Steam Electric Power 
Generating Pulverized Coal 250 MW 0.15 lb/MMBtu 2/27/1998

WY-0047
Encoal Corporation-Encoal North
Rochelle Facility Boiler, Coal Fired, Main Stack Subbituminus Coal 3960 MMBtu/hr 0.15 lb/MMBtu 10/10/1997

WY-0048 Wygen, Inc. - Wygen Unit One
Boiler, Pulverized Coal Fired, 
Steam Electric Power 80 MW 0.15 lb/MMBtu 9/6/1996

PA-0133
Mon Valley Energy Limited 
Partnership Pulverized Coal Fired Boiler Bituminous Coal 966 MMBtu/hr 0.2 lb/MMBtu 8/8/1995

VA-0213 SEI Birchwood, Inc. Boiler, Pulverized Coal Coal 2200 MMBtu/hr Combustion Technology 440 lb/hr 8/23/1993

WY-0046
Black Hills Power And Light 
Company-Neil Simpson U

Boiler, Pulverized Coal Fired 
Steam Electric Power 80 MW Combustion Control 0.15 lb/MMBtu 4/14/1993

MI-0228
Indelk Energy Services Of 
Otsego Boiler (Coal) Coal 778 MMBtu/hr Combustion Control 0.1 lb/MMBtu 3/16/1993

NC-0057 Roanoke Valley Project Ii Boiler, Pulverized Coal-Fired Coal 517 MMBtu/hr Combustion Technology 0.2 lb/MMBtu 12/7/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 1 Coal 385 MW Combustion Efficiency 0.15 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 2 Coal 385 MW Combustion Efficiency 0.15 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 3 Coal 385 MW Combustion Efficiency 0.15 lb/MMBtu 7/15/1992

FL-0044 Orlando Utilities Commission Boiler, PC Coal 4286 MMBtu/hr Combustion Control 0.15 lb/MMBtu 12/23/1991

MA-0033 Ware Cogen Boiler, Unit 2, Coal Coal 30 MW Good Combustion Control. 0.2 lb/MMBtu 12/2/1991

NJ-0015
Keystone Cogeneration 
Systems, Inc.

Boiler (Pulverized Bituminous 
Coal) Coal, Bituminous 2116 MMBtu/hr

Advanced Combustion 
Control 0.11 lb/MMBtu 9/6/1991

VA-0181
Old Dominion Electric 
Cooperative Boiler, 2 units Coal 4085 MMBtu/hr Boiler Design 0.1 lb/MMBtu 4/29/1991

NC-0054 Roanoke Valley Project Boiler, PC Coal 1700 MMBtu/hr Combustion Control 0.2 lb/MMBtu 1/24/1991

NJ-0014
Chambers Cogeneration Limited 
Partnership Boilers (Pulverized-Coal) (2) Coal 1389 MMBtu/hr (each)

Advanced Combustion 
Control 0.11 lb/MMBtu 12/26/1990

SC-0028
Santee Cooper (S.C. Public 
Service Authority)

Boiler, Pulverized Coal Fired, 
Cross Unit No. 1 Coal 500 MW Combustion Efficiency 0.1 lb/MMBtu 11/28/1990

VA-0176 Hadson Power 13 Boiler Coal 30228 lb/hr coal Combustion; CEM 0.2 lb/MMBtu 8/17/1990

VA-0171
Mecklenburg Cogeneration 
Limited Partnership

Boiler, Pulverized Bit Coal, 4 
Units Coal 834.5 MMBtu/hr Good Combustion Practices 0.2 lb/MMBtu 5/9/1990

RBLC Database Table D-3 CO BACT Determinations



RBLC ID Facility Process Fuel Size Unit Control Device Emission 
Limit Emission Unit Permit Date

AR-0074 Plum Point Energy Boiler , Unit 1 - SN-01 Bituminous Coal 800 MW Combustion Controls 0.02 lb/MMBtu 8/20/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 1 Coal 390 MW 0.003 lb/MMBtu 7/21/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 2 Coal 390 MW 0.003 lb/MMBtu 7/21/2003

IA-0067 MidAmerican Energy Company CBEC 4 Boiler PRB Coal 7675 MMBtu/hr Combustion Controls 0.0036 lb/MMBtu 6/17/2003

KY-0084 Thoroughbred Generating Station Boiler, Coal, (2) Coal 7446 MMBtu/hr
Proper Boiler Design And 
Operation 0.0072 lb/MMBtu 10/11/2002

KS-0026 Holcomb Unit #2 Boiler, Pulverized Coal Subbituminous Coal 660 MW Good Combustion Practices 0.0035 lb/MMBtu 10/08/2002

WY-0057 WYGEN 2 500 MW PC Boiler Subbituminous Coal 5145.7 MMBtu/hr Good Combustion Control 0.01 lb/MMBtu 9/25/2002

MO-0050
Kansas City Power & Light Co. - 
Hawthorn Station

Electric Generation, Boiler, 
Coal Coal 384 T/H Good Combustion Practices 0.0036 lb/MMBtu 8/17/1999

WY-0039
Two Elk Generation Partners, 
Limited Partnership

Boiler, Steam Electric Power 
Generating Pulverized Coal 250 MW 0.015 lb/MMBtu 2/27/1998

WY-0047
Encoal Corporation-Encoal North 
Rochelle Facility Boiler, Coal Fired, Main Stack Subbituminus Coal 3960 MMBtu/hr 0.05 lb/MMBtu 10/10/1997

WY-0048 Wygen, Inc. - Wygen Unit One
Boiler, Pulverized Coal Fired, 
Steam Electric Power 80 MW 0.015 lb/MMBtu 9/6/1996

PA-0133
Mon Valley Energy Limited 
Partnership Pulverized Coal Fired Boiler Bituminous Coal 966 MMBtu/hr 0.01 lb/MMBtu 8/8/1995

VA-0213 SEI Birchwood, Inc. Boiler, Pulverized Coal Coal 2200 MMBtu/hr Combustion Technology 22 lb/hr 8/23/1993

WY-0046
Black Hills Power And Light 
Company-Neil Simpson U

Boiler, Pulverized Coal Fired 
Steam Electric Power 80 MW Combustion Control 0.015 lb/MMBtu 4/14/1993

MI-0228 Indelk Energy Services Of Otsego Boiler (Coal) Coal 778 MMBtu/hr Combustion Control 0.01 lb/MMBtu 3/16/1993

NC-0057 Roanoke Valley Project II Boiler, Pulverized Coal-Fired Coal 517 MMBtu/hr Combustion Technology 0.03 lb/MMBtu 12/7/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 1 Coal 385 MW Combustion Efficiency 0.01 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 2 Coal 385 MW Combustion Efficiency 0.01 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 3 Coal 385 MW Combustion Efficiency 0.01 lb/MMBtu 7/15/1992

FL-0044 Orlando Utilities Commission Boiler, PC Coal 4286 MMBtu/hr Combustion Control 0.015 lb/MMBtu 12/23/1991

MA-0033 Ware Cogen Boiler, Unit 2, Coal Coal 30 MW Good Combustion Control 0.067 lb/MMBtu 12/2/1991

NJ-0015
Keystone Cogeneration Systems, 
Inc.

Boiler (Pulverized Bituminous 
Coal) Coal, Bituminous 2116 MMBtu/hr

Advanced Combustion 
Control 0.0036 lb/MMBtu 9/6/1991

VA-0181
Old Dominion Electric 
Cooperative Boiler, 2 Coal 4085 MMBtu/hr Boiler Design 0.01 lb/MMBtu 4/29/1991

NC-0054 Roanoke Valley Project Boiler, PC Coal 1700 MMBtu/hr Combustion Control 0.03 lb/MMBtu 1/24/1991

NJ-0014
Chambers Cogeneration Limited 
Partnership Boilers (Pulverized-Coal) (2) Coal 1389 MMBtu/hr (each)

Advanced Combustion 
Control 0.0036 lb/MMBtu 12/26/1990

SC-0028
Santee Cooper (S.C. Public 
Service Authority)

Boiler, Pulverized Coal Fired, 
Cross Unit No. 1 Coal 500 MW Combustion Efficiency 0.012 lb/MMBtu 11/28/1990

VA-0176 Hadson Power 13 Boiler Coal 30228 lb/hr coal Combustion; CEM 0.03 lb/MMBtu 8/17/1990

VA-0171
Mecklenburg Cogeneration 
Limited Partnership

Boiler, Pulverized Bit Coal, 4 
Ea Coal 834.5 MMBtu/hr Good Combustion Practices 0.0027 lb/MMBtu 5/9/1990

RBLC Database Table D-4 VOC BACT Determinations



RBLC ID Facility Process Fuel Size Unit Control Device Emission 
Limit Emission Unit Efficiency Permit Date

AR-0074 Plum Point Energy Boiler , Unit 1 - SN-01 Bituminous Coal 800 MW Dry FGD/Fabric Filter 0.0061 lb/MMBtu 8/20/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 1 Coal 390 MW

Dry Flue Gas 
Desulfurization (FGD) - 
Spray Dryer Absorber 0.0064 lb/MMBtu 90 7/21/2003

MT-0022
Bull Mountain, No. 1, LLC - 
Roundup Power Project Boiler, PC No. 2 Coal 390 MW

Dry Flue Gas 
Desulfurization (FGD) - 
Spray Dryer Absorber 0.0064 lb/MMBtu 90 7/21/2003

IA-0067
MidAmerican Energy 
Company CBEC 4 Boiler PRB Coal 7675 MMBtu/hr

Lime Spray Dryer Flue 
Gas Desulfurization 0.0042 lb/MMBtu 6/17/2003

KY-0084
Thoroughbred Generating 
Station Boiler, Coal, (2) Coal 7446 MMBtu/hr

Proper Boiler Design and 
Control Technology, ESP, 
FGD, WESP 0.00497 lb/MMBtu 10/11/2002

VA-0213 SEI Birchwood, Inc. Boiler, Pulverized Coal Coal 2200 MMBtu/hr
Lime Spray Drying System 
(FGD System) 4.8 lb/hr 0 8/23/1993

SC-0027
South Carolina Electric And 
Gas Company

Boiler, Pulverized Coal 
Fired, Unit No. 1 Coal 385 MW Spray Dryer Absorber 0.011 lb/MMBtu 0 7/15/1992

SC-0027
South Carolina Electric And 
Gas Company

Boiler, Pulverized Coal 
Fired, Unit No. 2 Coal 385 MW Spray Dryer Absorber 0.011 lb/MMBtu 0 7/15/1992

SC-0027
South Carolina Electric And 
Gas Company

Boiler, Pulverized Coal 
Fired, Unit No. 3 Coal 385 MW Spray Dryer Absorber 0.011 lb/MMBtu 0 7/15/1992

SC-0028
Santee Cooper (S.C. Public 
Service Authority)

Boiler, Pulverized Coal 
Fired, Cross Unit No. 1 Coal 500 Megawatts FGD System 0.04 lb/MMBtu 50 11/28/1990

VA-0176 Hadson Power 13 Boiler Coal 30228 lb/h coal Permit Limitation 19.4 lb/d 0 8/17/1990

RBLC Database Table D-5 Sulfuric Acid Mist Determinations



RBLC ID Facility Process Fuel Size Unit Control Device Emission 
Limit Emission Unit Permit Date

SC-0104
Santee Cooper Cross Generating 
Station Boiler, No. 3 and No. 4 Coal, Bituminous 5700 MMBtu/hr FGD System 0.0003 lb/MMBtu 2/5/2004

AZ-0074 Plum Point Energy Boiler, Unit 1-SN-01 Coal, Subbituminous 800 MW Dry FGD/Fabric Filter 0.0004 lb/MMBtu 8/20/2003

IA-0067 MidAmerican Energy Company
CBEC 4 Boiler & 3 Carbon 
Silos PRB Coal 7675 MMBtu/hr

Lime Spray Dryer Flue Gas 
Desulfurization 0.0009 lb/MMBtu 6/17/2003

KY-0084 Thoroughbred Generating Station Boiler, (2) Coal 7446 MMBtu/hr WFGD/WESP 0.000159 lb/MMBtu 10/11/2002

VA-0213 SEI Birchwood, Inc. Boiler, Pulverized Coal Coal 2200 MMBtu/hr Lime Spray Dryer 3.6 lb/hr (HF) 8/23/1993

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 1 Coal 385 MW

Fabric Filters And FGD 
System(SDA) 0.01 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 2 Coal 385 MW

Fabric Filters And FGD 
System(SDA) 0.01 lb/MMBtu 7/15/1992

SC-0027
South Carolina Electric And Gas 
Company

Boiler, Pulverized Coal Fired, 
Unit No. 3 Coal 385 MW

Fabric Filters And FGD 
System(SDA) 0.01 lb/MMBtu 7/15/1992

NJ-0015
Keystone Cogeneration Systems, 
Inc.

Boiler (Pulverized Bituminous 
Coal) Coal, Bituminous 2116 MMBtu/hr Spray Dryer Adsorber 2.28 lb/hr (HF) 9/6/1991

NC-0054 Roanoke Valley Project Boiler, PC Coal 1700 MMBtu/hr Dry Lime FGD 0.000538 lb/MMBtu 1/24/1991

SC-0028
Santee Cooper (S.C. Public 
Service Authority)

Boiler, Pulverized Coal Fired, 
Cross Unit No. 1 Coal 500 MW FGD System 0.01 lb/MMBtu 11/28/1990

RBLC Database Table D-6 Fluoride BACT Determinations



National Coal-Fired Utility Projects Spreadsheet
Permit Limits for Pulverized Coal UnitsA

Permit
Facility MW Status Fuel SO2 NOx PM PM10

G CO VOC H2SO4 
D Fluorine

Prairie Energy - Corn Belt Energy (IL) 91 Final Bit. Coal 0.15C 0.12 0.02 0.02 0.2 0.0065 0.0046 LNB/SCR/ESP/WFGD

Bison - Rocky Mountain Power (MT) 113 Final Sub-Bit. Coal 0.15 0.09 0.015 0.15 0.0034 0.67 lb/hr SCR/MC/VS
Springerville - Tucson Electric (AZ)K 2 @ 360 Final PRB 0.6 Note B 0.015 0.055H 0.15 0.06 lb/ton Note E 0.00044 LNB/SCR/SDA/FF

Notes: Equipment
A)  This table lists information for power plants with final air permits that are being developed and constructed.    LNB Low NOx Burners
B)  1.6 lb/MW-hr energy output OFA Over Fired Air
C)  92% SO2 reduction required if SO2 emissions greater than 0.10 lb/mmBtu SCR Selective Catalytic Reduction
D)  Sulfuric Acid Mist FF Fabric Filter
E)  Collective emission limit for Springerville Units 1-4 is 211 tpy. ESP Electrostatic Precipitator
F)  (not used) WESP Wet Electrostatic Precipitator
G)  Emission limit is for filterable particulate unless otherwise indicated. WFGD Wet Flue Gas Desulfurization
H)  Emission limit is for filterable and condensible particulate matter. SDA Spray Dryer Absorber
J)  (not used) MC Multiclone
K)  Emission limits for Springerville are not based on BACT. VS Venturi Scrubber

ACI Activated Carbon Injection 

Equipment
Emission Limit (lb/MMBtu)

National Coal-Fired Utility Projects Table D-7 Summary Spreadsheet



Permit Limits for Recently Permitted Pulverized Coal UnitsA

Permit
Facility MW Status Fuel SO2 NOx PM PM10

C CO VOC H2SO4 
B Fluorine

Prairie State - (IL) 2 @ 750 Final Bit. Coal 0.182 0.07 0.015 0.015D 0.12 0.004 0.005 0.00026 LNB/SCR/ESP/WFGD/WESP

Longview Power - GenPower (WV) 600 Final Bit. Coal 0.12 0.07 0.018 0.018D 0.11 0.004 0.0075 0.00001 LNB/SCR/WFGD/BH/DSI

Elm Road Generating (WI) 2 @ 615 Final Bit. Coal 0.15 0.08 0.018 0.018 0.12 0.0035 0.01 0.00088 LNB/OFA/SCR/FF/WFGD/WESP

Notes: Equipment
A)  This table lists information for power plants with final air permits that are being developed and constructed.    LNB Low NOx Burners
B)  Sulfuric Acid Mist OFA Over Fired Air
C)  Emission limit is for filterable particulate. SCR Selective Catalytic Reduction
D)  Emission limit is for filterable and condensable particulate. FF Fabric Filter

BH Baghouse
WESP Wet Electrostatic Precipitator
WFGD Wet Flue Gas Desulfurization
DSI Dry Sorbent Injection

Equipment
Emission Limit (lb/MMBtu)

Permits for Recently Permitted PC Units Table D-8 Summary Spreadsheet


